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Note: This report is issued subject to the Testing and Certification Regulations of the TUV SUD Group and the
General Terms and Conditions of Business of TUV SUD PSB Pte Ltd. In addition, this report is governed by the PSB Singapore
terms set out within this report
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SUBJECT:
Fire propagation test on “Willstrong” Aluminium Composite Panel for Building Material
submitted by Guangzhou Willstrong New Material Holding Co., Ltd. on 03 Sep 2015.
TESTED FOR:

Guangzhou Willstrong New Material Holding Co., Ltd.

No.118, Juanda Road, Eastern District

Economic and Technological Development Zone

510760 Guangzhou

China

DATE OF TEST:

22 Sep 2015

PURPOSE OF TEST:

To determine the Index of Performance of the material when it is exposed to the
conditions of the test specified in British Standard 476 : Part 6 : 1989 + A1 : 2009
“Method of test for fire propagation for products”.

The test was conducted at TUV SUD PSB's fire test laboratory located at No. 10 Tuas

Avenue 10, Singapore 639134.
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Test Report No. 7191121 519-MEC1 5/2-YWA
dated 25 Sep 2015

DESCRIPTION OF SPECIMENS:

Six pieces of specimen, said to be «\illstrong” (4mm thick) Aluminium Composite
Panel for Building Material comprising of Top: 0.21mm thick Aluminium sheet with PE
Coating (18pm) | Core: 3.58mm thick \norganic material / Bottom: 0.21mm thick
Aluminium sheet with PE Coating (8um), each of nominal test size of 225mm X
225mm were submitted. As declared by test sponsor, the Inorganic material
comprised of Calcium Carbonate (CaCOs) and Silicon Dioxide (SiO2). The bulk density
of the specimen was found to be approximately 1863kg/m3.

TEST PROCEDURE:

Three specimens, packed with 25mm air gap calcium silicate spacer, Were tested
with the specimen indicated (top) face exposed to the specified heating conditions. in
an apparatus conforming to paragraph 5 and illustrated in Figures 1 10 3 of the
Standard.

The calibration and test procedures were as defined in paragraphs g8 and 9, and
appendix B clause (b) respectively, of the specification. The apparatus was calibrated
prior to test and the actual calibration curve obtained is shown in Figure 1 of this report.

The mean temperature rise above ambient obtained from three specimens is also
shown in Figure 1 (ie. with the actual calibration curve). The mean temperature
readings for the material and the calibration curveé were obtained at the following
intervals from the start of the test: at 1/2 minute intervals up to 3 minutes, at 1 minute
intervals from 4 to 10 minutes, and at 2 minutes intervals from 12 to 20 minutes.
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From these readings, the index of performance for the material was determined as
follows:

t=3 Os - Oc t=10 O - O
Sy = z T §p = X
t=0.5 10t t=4 10t
t=20 Os - O
and s3 = z :
t=12 10t
S = s1+s,+8;3
where S = Index of performance for each of the specimens tested and s1, s2
and s; are sub-indices
t = Time in minutes from the origin at which readings are taken.
O = Temperature rise in deg. C for the specimen at time, t
0, = Temperature rise in deg. C for the calibration sheet at time, t

Os - O¢

In computations only the positive value of was used.
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Test Report No. 7191121519-MEC15/2-YWA
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RESULTS OF TEST:

The following test results were obtained for each specimen tested:

Sub-Indices Index of Performance
Specimen s sz s3 s
A 0.3 0.4 0.2 0.9
B 0.3 0.8 0.4 1.5
Cc 0.4 0.1 0.2 0.7

CONCLUSION:

The test results obtained, as an average of the 3 samples tested are as follows:

Index of overall performance, | = 1.0
(Fire propagation index)

Sub-index, i1 = 0.3
Sub-index, i, = 04
Sub-index, i3 = 0.3

REMARKS:

The test results relate only to the behaviour of the test specimens of the product under
the particular conditions of test; they are not intended to be the sole criterion for
assessing the potential fire hazard of the product in use.

Ye Wint Auig
Associate Engineer

Mechanical
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FIGURE 1: COMPARISON OF MEAN SPECIMEN AND CALIBRATION CURVES
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Mmummﬂ\hReponhlswodundermMMgmm:

1.

This report applies to the sample of the specific product/equipment given at the time of its testing/calibration. The results are not used to
indicate or imply that they are applicable to other similar items. In addition, such results must not be used to indicate or imply that TUV SUD
PSB approves, recommends or endorses the manufacturer, supplier or user of such product/equipment, or that TUV SUD PSB in any way
*quarantees” the later performance of the proc Jequi t. Unless otherwise stated in this report, no tests were conducted to determine

long term effects of using the specific product/equipment.

2. The samplels mentioned in this report is/are i i d by the Client. TOV SUD PSB therefore assumes no
responsibility for the accuracy of information on the brand name, model number, origin of manufacture, consignment or any information

supplied.

3. Nothing in this report shall be interpreted to mean that TUV SUD PSB has verified or ascertained any endorsement or marks from any other
testing authority or bodies that may be found on that sample.

4. This report shall not be reproduced wholly or in parts and o reference shall be made by the Client to TUV SUD PSB o to the report or results
fumished by TUV SUD PSB in any advertisements or sales promotion.

5. Unless otherwise stated, the tests were carried out in TOV SUD PSB Pte Ltd, No.1 Science Park Drive Singapore 118221.

July 2011
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